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OLD MID—16 MODULE TYPE MXL NO, 7 AT B.26
ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS
1F17 MX—316 POWER FAILURE N/A N/A N/A
1F18 MX—-316 TROUBLE N/A N/A N/A
1F19 MX—316 GROUND FAULT N/A N/A N/A
1F20 MX—=316 LOW BATTERIES N/A N/A N/A
1F21 RISER /ISO VLV SUPVERSION TB. 1 NO. 1 MID—16 NO. 1-77A 7-206—1 HOLD FOR FIEL VERIFY
1F22 SYSTEM 3 TROUBLE TB. 1 NO. 2 MID—16 NO. 1-77A /
1F23 FACP SD, BLDG 77A TB. 2 NO. 2 MID—16 NO. 1-77A
1F24 AC POWER BLD 77P/77Q (SUPV) TB. 1 NO. 3 MID—16 NO. 1-77A
1F25 WFS TB. 1 NO. 4 MID—16 NO. 1-77A 7-206-9
1F26 FCB'S (5) TB. 1 NO. 5 MID—16 NO. 1-77A 7-206-5
1F27 DSD AHU-1 & 2-77A TB. 1 NO. 6 MID—16 NO. 1-77A
1F28 DSD AHU-3-77A TB. 1 NO. 7 MID—16 NO. 1-77A
1F29 WFS WASTE TREATMENT UNIT TB. 1 NO. 8 MID—16 NO. 1-77A 7-206—8
1F30 SPARE N/A N/A N/A
1F31 DRY CHEM REL 77P/77Q TB. 2 NO. 1 MID—16 NO. 1-77A 7—206-10
1F32 SPARE N/A N/A N/A
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